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THRUST BLOCKING AREA REQUIRED (SQUARE FEET)
PIPE DIA.| TEE, CROSS, OR END| 90° BEND | 45° BEND |22 1/2° BEND
4" 1.00 1.00 0.75 0.50
6" 1.00 1.00 0.75 0.50
8" 1.60 1.60 1.25 0.90
12" 5.40 5.40 4.20 3.00
16 & 18" 11.40 11.40 8.70 6.00
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